 PB# 75-33

VSH Realty, Inc.
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Sec. 16.23 FraMMABLE AND COMBUSTIBLE LIQUIDS

available spacc with due regard for the individual tank
capacities. Intermediate curbs, where used, shall not be
~ less than 18 inches im height.- .

i. TANK OPENINGS OTHER THAN VENTS FOR ABOVEGROUND

TANKS.

(1) Connections for all tank openings shall be vapor and
liquid tight. ' ‘

(2) Each connection to an aboveground tank through which
liquid can normally flow shall be provided with an internal or
an external valve located as close as practical to the shell of -
the tank. Such valves, when external, and their connections to
the tank shall be of steel except when the chemical characteris- -
tics of the liquid stored are incompatible with stecl. When
materials other than steel arc necessary, they shall be suitable
for the pressures, structural stresses and temperatures involved,
including fire exposures.

(3) Each connection below the liquid level through which
liquid does not normally flow shall be provided with a liquid-
tight closure. This may- be a valve, plug: or blind, or a com-
bination of these.

(4) Opcnings for gaging shall be provided with.a vapor--
tight cap or cover.

(5) For Class IB and IC liquids other than crude oils,
gasolines and asphalts, the fill pipe shall be so designed and
installed as to minimize the possibility of generating static
clectricity. A fill pipe entering the top of a tank shall terminate
within six inches of the bottom of the tank and shall be in-
stalled to avoid excessive vibration:

(6) Filling and cmptying. conncctions which are-made and.
broken shall be located outside of buildings at a location -free -
from any source of ignition and not less than five feet away
from any building opening. Such connection shall be closed and
liquid tight when not in use. The connection shall be properly
identificd.

Section 16.23.. Installation of Underground Tanks.

a. LocaTtion: Excavation for underground storage tanks shall

be made with duc care to avoid undermining of foundations of
existing structures. Underground tanks or tanks under buildings
shall be so located with respect to cexisting building foundations
and supporls that the loads carried by the latter cannot be trans-
mitted to the tank. The distance from any part of a tank storing
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-/ Div. I TANK STORAGE  SEc. 1623

i Class I liquids to the nearest wall of any basement or pit shall be
not less than one foot, and to any property line that may be built
- upon, not less than three feet. The distance from any part of a
! tank storing Class II or III liquids to the nearest wall of any base-
ment, pit or property line shall be not less than one foot.

i bwiUnderggound tanks shall be set on firm

; foundation and surrounded with at Jeast six inches of noncorrosive
, inert materials such as clean sand, earth or gravel well tamped in
place. The tank shall be placed in the hole with care since drop-

. .ping or rolling the tank intg the hole can break a weld, puncture
: or damage the tank or scrapc off the protective coating of coated

tanks. Tanks shall be covered with a minimum of two feet of
i earth, or shall be covered with not less than one foot of earth, on

top of which shall be placed a slab of reinforced concrete not less
: than four inches thick. When undersround tanks are, or are likely
i to be, subjected to traffic, they shall be protected against damage
‘ from vehicles passing over them by at least three feet of carth
cover, or 18 inches of well-tamped earth, plus six inches of rein-
forced concrete or eight inches of asphaltic concrete. When as-
phaltic or reinforced concrete paving is used as part of the pro-

tection, it shall extend at Icast ong foot_horizontally beyond the -
outline of the tank ip all dircctions.

c. CoRROSION PRoTECTION: Corrosion protection for the tank
and its piping shall be provided by one or more of the following
methods: (1) use of protective coatings or wrappings; (2)
cathodic protection; or, (3) corrosion resistant materials of
construction. '

; —d VENTS._ °

: (1) LocATION AND ARRANGEMENT OF VENTS FOR CLass I
Liquips: Vent pipes from tanks storing Class I liquids shall be
so located that the discharge point is outside of buildings, higher
than the fill pipe opening, and not less than 12 feet above the
adjacent ground level. Vent pipes shall discharge only upward
in order to disperse vapors. Vent pipes two inches or less in
nominal inside diameter shall not be obstructed by devices that
will cause cxcessive back pressure. Vent pipe outlets shall be so
located that flammable vapors will not enter building openings,
or be trapped under caves or other obstructions. If the vent pipe
is less than ten feet in length or greater than two inches in
nominal inside diameter, the outlet shall be provided with a
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SEC. 16.23 FLAMMABLE AND COMBUSTIBLE LIQUIDS

vacuum and pressure relief device or there shall be an ap-
proved flame arrester located in the vent line at the outlet or
within the approved distance from the outlet. '

(2) Si1ze oF VENTS: Each tank shall be vented through pip-
ing adequate in size to prevent blow-back of vapor or liquid at
the fill opening while tank is being filled. Vent pipes shall be
not less than 1% inch nominal inside diameter.

(3) LOCATION AND ARRANGEMENT OF VENTS FOR CLASS II
or III Liquips: Vent pipes from tanks storing Class 1I or III
flammable liquids shall terminate outside of building and higher
than the fill pipc opening. Vent outlets shall be above normal
snow level. They may be fitted with return bends, coarse screens -
or .other devices to minimize ingress of foreign material.

(4) VENT PIpING: Vent piping shall be constructed in ac-
cordance with division III. Vent pipes shall be so laid as to
drain toward the tank without sags or traps in which liquid
can collect. They shall be located so that they will not be
subjected to physical damage. The tank end of the vent plpe
shall enter the tank through the top

(5) When tank vent piping is manifolded, pipe sizes shall
be such as to discharge, within the pressure limitations of the
system, the vapors they may be required to handle whcn mani-
folded tanks are filled simultancously.

e. TANK OPENINGS OTHER THAN VENTS.

(1) Connections for all tank openings shall be vapor or
liquid tight.

(2) Openings for manual gaging, if independent of the
fill pipe, shall be provided with a liquid-tight cap or cover.
If inside a building, each such opening shall be protected
against liquid overflow and possible vapor release by means
of a spring loaded check valve or other approved device.

(3) Fill and discharge lines shall enter tanks only through
the top. Fill lines shall be sloped toward the tank.

(4) For Class IB and IC liquids other than crude oils, gas-
olincs and asphalts, the fill pipe shall be so designed and in-
stalled as to minimize the possibility of generating static elec-
tricity by terminating within six inches of the bottom of the
tank.

(5) Filling and emptying connections which are made and
broken shall be located outside of buildings at a location free
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DW {1 Tank STORAGE , Skc. 16.24

from any source of xgnmon and not fess than five fect away
from any building opemno Such connection shall be closed and
liquid tight when not in use. The connection shall be properly
identified.

Section 16.24. Installation of Tanks Inside of Buildings.

a. Location: Tanks shall not be permitted insidé of buildings
except as provided in divisions V, VII, VIIL -

b. VENTS: Vents for tanks inside of buildings shall be provided
as in sections 16.22¢, 16.22f, 16.22g(2), and 16.23d except that
cmergency venting by the use of weak roof scams on tanks shall
not be permitted. Vents shall discharge vapors outside the build-
ings.

c. VENT PrpiNG: Vent plpmg shall be constructed in accord-
ance with division III.

d. TANK OPENINGS OTHER THAN VENTS. -

(1) Conncctlons for all tank opemngs shall be vapor or
liquid tight. -

(2) Each connection to a tank inside of bulldmgs through
which liquid can normally flow shall be provided with an inter-
nal or an external valve located as close as practical to the shell
of the tank. Such valves, when external, and their connections
to the tank shall be of stcel except when the chemical char-

. acteristics of the liquid stored are incompatible with stecl.
.. When materials other than steel are necessary, they shall be
suitable for the pressures, structural stresses and temperaturcs
involved, including firc exposures. .

(3) Flammable,  or combustlble hqmd tanks located inside
of buildings except in oné-story buildings designed and pro-
tected for flammable or.combustible liquid storage, shall be
provided with an :automatic-closing heat-actuated valve on
each wnhdrawal conncchon below the liquid level, except for
connections used for emergency disposal, to prevent continued
flow in the event of fire in the vicinity of the tank. This func-
tion may. be mcorporated in the  valve requlred in section
16.24d(2), and if a separate valve shall’ be located adjacent
to the valve requxrcd in section 16.24d(2). _

(4) Openings for manual gaging, if independent of the fill
pipe, shall be provided with a vapor-tight cap or cover. Each

_such opening shall be protected against liquid overflow and
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Date - application to. [573

TOUN OF HEYV WINDSCR PLANNING BOARL

APPLICATICN FOR S1ITE APPROVAL

I

tame_ V,.S.H. Realty Inc, : I R
Addrees 777 Dedham'Street, Canton, Mass. 02021 _ o

i, Cwner of the property Gulf 0il Co.

Yo

?. iocation of the property_ northwest corner Blooming Grove Turnpike
~____and Union Avenue ' _

2. Zone area_ NC
.- R convenience food store with self serve
1. Gbature of business__gasoline sales '

G, Lot size: IFront 100~ Rear_81.85 Depth___ 100

i 3uilding setbacks: Yront yard 58 Rear yard 5-8.9

Side yaris___ 26.8/5

7 Uimenaions of new building_ 50 x 35

Addition ] . - .

i oaddition, state front, side, rear of existing structure:

e ALy W S e gt T i iR S TRTE

O

with reculrsmente shall be the sole responsibility of the
*hia vepresentative snd it is evggested o copy of the
~ticutar sttention to article

s, permite and charpes applicatlas
of the dtate of ses York and the low
t

2 ”

At any expense far adveriisinge

ard ¥
#111 ve paid, Also, any leoal or
. 1 1 . - iy ks = el r.es A} e *
is yroject.  Fess 2 dug ari payable

[ SR
niavie. 211 checks sre to te.made
r

A
Seven (1) coples of the plans are

V.77 MW@?/"’/ 976

Adonted 1o




NEW YOriK STATE

DEPARTMENT OF TRANSPORTATION
Ravmond T. Schuler Conmusuomr )

April 6, 1976

Mr. Arthur J. Joubert

" Real Estate Co-ordinator

V.S.H. Realty Inc, ;
777 Dedhamn Street , SR
Canton, Massachusetts 02021

: : . - - RE: Réute 94 & Tnion Avenue.
- e : : : New 'vlindsor, New Yor-k

+" Route 207 & Square Hill Road'

'New Wlndsm ) New York L
Dear Sir: | |

Enclosed you will find two (2) plans, one (1) on each of the
locations referenced above., I have met with Mr. W. Price Sr,. .
of Orange County Department of Public Works and indicated in

red on the plans, of a suggested layout that will be except-
able to our departments. ,

When the plans are completed please forward three (3) copzes R
of each location to this oﬁ'::.ce. - ' ‘

Very truly yburs,_f '

Lawrence L., Greer
Resident Engineer

ick Bello
Asst. Resident Eng:.neer

W/ W/«///% e

LLG/DB/anB

Enclosuré ‘

P T N R



ROUTE 17~M P. 0 BOX509
GOSHEN NEW YORK 10924 .

LOUIS J."CASCINO, P.E.
Commissioner '

© July 1,1976.

Hr. Joseph LoScalzo [1 , - -
" New Windsor Town. Plannlng Board Chalrman

.555 Union Avenue -
’New Wlndsor New York ' 12550

: ;Re: V.S.H.- Reality - County Road No. 69 Part II »h}- o

Dear er:
The rev1sed plan June 8 1976 was recelved by thls offlce on
June 1u 1976 and met our requzrements.r

The only 1tem whlch remalns is that *he fle or corporatlon who
1s g01ng to do thls work must get a permlt from thls offlce.‘

The obllgatlon w1ll be in the form of.a certlfled check for .
$l 200, 00 made payable to the Orange County Department of Public Works.

Also pequlred will be a certificate of contractors llablllty and
property damage insurance ‘also at ‘the request of the Orange County
Department of Publlc Works..:»¢ PSRN f*éea

If any questlons arlse klndly contact thls offlce.'

:‘l‘

tVevy truly yours,'

;i . LOUIS J. CASCINO,
R é_JCommlsSLOner

<.~ Daniel G. Lisack
-“Asszstant Englneer

DGL sl

-cc:K Hr. “Joel Shaw - County Planner vv
Rider Weiner & Loeb) P.C. -~ = T e
:Hr.’Howard R. Collett - New Wlndsor Town Building Inspector
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RIDER, WEINER & LOEB, P.C.
ATTORNEYS AND COUNSELLORS AT LAW

M. J. RIDER ugoe-1968) : . POST OFFICE BOX 1268

7 | LITTLE BRITAIN ROAD (ROUTE 207)
ELLIOTT M.WEINER ,
JAMES R.LOEB 7 B NEWBURCH.NEW YORK 12550
DAVID L.RIDER : : : (914) 562-8700

DAVID L.LEVINSON __ : October 14, 1975

STEPHEN L.REINEKE

Re V.S.H. Realty, Inc.-Our File #13, 757

Mrs. Shirley Hassdenteufel
33 Knox Drive
New Windsor, New York 12550

Dear Shirley:

We ha\}e received back from the State, the plans for the Caesar's Lane
site and the comments by the State Engineer are being incorporated on
to the plans we will be submitting. We do expect to have these plans
available for the hearing on the 22nd and accordingly would appreciate it
if you could schedule some time for us at that meeting. '

Thank ybu for your cooperation.

Very truly yours,

RIDER, WEINER & LOEB, P.C.

SLR/gm |

cc: Mr, Wesley G. Thomas




S &

! ,. RIDER, WEINER & LOEB, P.C.
ATTORNEYS AND COUNSELLORS AT LAW

" M. J. RIDER «906-1968) : POST OFFICE BOX 1268

=< g

ELLIOTT M. WEINER LITTLE BRITAIN ROAD (ROUTE 207)

JAMES R.LOEB o
DAVID L. RIDER (914) 562-8700

NEWBURCH.NEW YORK 12550

DAVID L.LEVINSON .
STEPHEN L.REINEKE v September 29, 1975

Re V.S.H. Realty, Inc,
Our File #1383, 757

Mr. Dominick Belio, Engineer
State Department of Transportation
112 Dickson Street

Newburgh, New York 12550

Dear Mr. Bello:

Pursuant to our conversation on the 26th, 1 am enclosing three surveys pre-
pared for our client, V,S,H. Realty, Inc., for properties located in the Town
of New Windsor.

We have recently appeared before the Town Planning Board for a site plan review
of the parcels and while our applications were favorably received, the Planning
Board properly declined to grant site plan approval until such time as your

office has had an opportunity to review the parcels as all three do front on

State highways.

Asg I indicated in our coanversation, we are greatly pressed for time regarding
the site located at the intersection of Route 94 and Ceasars Lane, and accord-
ingly, I would ask that your attention first be directed to review of that parcel.
Also regarding the site located at Route 94 and Ceasars Lane, a question was
posed at the site plan review regarding the line shown on the plan designated
as the highway taking line. As our engineer is presently working in the mid-
west, we were unable to advise the Board as to the specific meaning of that
line, and we would request that if possible, you could explain that designation
for us. :

Should you require any further information, please feel free to contact me and
I would like to thank you for the cooperation you have already given to me on
this matter,

Very truly yours,

RIDER, WEINER & LOEB, P,C,
SLR/gm

by
cc: Joseph Loscalzo, Chairman /
New Windsor Plaanning Board

Mr., Wesley Thomas

e
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BUREAU OF FIRE PREVENTION

TOWN OF NEW WINDSOR

555 Union Avenue
" New Windsor, New York 12550
(914) 565-8808

MEMORAMDUM

— e e . b o — o —

Chief
John McCann

Deputy Chiefs
George Babcock : ’
Thomas Gorton To; New Windsor Planning Board
Edward Kirwan From: Fire Inspector
Michael Popowick Dates 7 October 1975
Robert Welsh Subject: V.S.H. Site Plans 75-32; 75-33; 75-34

Sidney Weinheim

I have reviewed the above referanced site plans, and do have a few questions. Most
of the questions are typical for all three (3) areas, however I have listed them
separately. I do believe a cross section view of the tanks should be included, in
order to determine if the installation is in accordance with the Fire Prevention
Code.

75-32 Rt. 207 and Square Hill Road
What is the protection above the underground tanks?
Ref. Section 16.23 Par. B Page 99

75-33 Rt. 94 and Union Avenue
Where will vents be located for underground tanks?
Ref. Section 16.23 Par. D1 & 2 Pages 99 & 100
What is the protection above the underground tanks?
Ref. Section 16.23 Par. B Page 99
Where will the exits be located?

75-34 Rt. 94 and Caesar's Lane
Where will vents be located for underground tanks?
‘ Ref. Section 16.23 Par. D1 & 2 Pages 99 & 100
What is the protection above the underground tanks?
Ref. 16.23 Par. B Page 99

Sincerely,

Fire Inspector
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